CHECK LIST

Checking actuator settings requires the use of and keys only. Displays on actuator show set values.
Return to the start of the setting procedure (Position Display) by pressing and together.
Checking may be carried out with the actuator in either Setting or Checking mode.
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Press © ~and " together to return to Position Display and move valve to fully closed
condition checking that closed symbol and lamp appear just as the limit of travel is
reached.

Move valve to fully open position checking that open symbol and lamp appear just
as the limit of travel is reached.
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40% to 99% or rated (100%) Rated To Set 40% to 99% or rated (100%) Rated
LC (LIMIT CLOSED) LO (LIMIT OPEN)
Set Close Limit Set Close Limit C Set Open Limit
Move o Close «=8 Move o Close 4 /' Manually operate the actuator to the fully closed position Move to Open «=8 Manually operate the actuator to the fully open position
and back-off half to one turn of the actuator output. To Set and back-off half to one turn of the actuator output.
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CLOSED MID TRAVEL OPEN TORQUE AND POSITION
Switch on actuator power supply - select e ™\ /Z ™\ i i
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display indicating closed, mid travel or open. R _ R S
Display will not indicate true position until Closed Limit Stopped Open Linit O Torque = 19% O
position limit settings have been completed.

When using the setting tool
press key until display changes (00 to 99)
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Enter Password
Bar indicators appear confirming that setting mode has been entered. If bar indicators
Default password is I d - do not change are not displayed, the actuator is in checking mode and settings cannot be changed.
Site configuration of indication and control
options (see Publication E170-3E)
Cl (DIRECTION TO CLOSE) C2 (CLOSE ACTION) C3 (OPEN ACTION)

When the is pressed the bars will flash and the appropriate indicator lamp will be illuminated.

Initial actuator settings are now complete and It is possible to return to the position display from anywhere in
itis possible to operate the actuator electrically. the setting procedure by pressing . and " together.
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